Abstract: Nowadays, the high power consumption of data centers is the biggest challenge to making cloud computing greener. Many researchers are still seeking effective solutions to reduce or harvest the energy produced at data centers. To address this challenge, we propose a green cloud infrastructure which provides security and efficiency based on energy harvesting (EH-GC). The EH-GC is basically focused on harvesting the heat energy produced by data centers in the Infrastructure-as-a-Service (IaaS) infrastructure. A pyroelectric material is used to generate the electric current from heat using the Olsen cycle. In order to achieve efficient green cloud computing, the architecture utilizes a genetic algorithm for proper virtual machine allocation, taking into consideration less Service Level Agreement (SLA) violations. The architecture utilizes Multivariate Correlation Analysis (MCA) correlation analysis based on a triangular map area generation to detect Denial of Service (DoS) attacks in the data center layer of the IaaS. Finally, the experimental analysis is explained based on the energy parameter, which proves that our model is efficient and secure, and that it efficiently reuses the energy emitted from the data center.
Introduction
In line with the growth of high-speed networks in recent decades, there has been an alarming increase in their use, leading to the generation of thousands of simultaneous E-commerce transactions and millions of web requests every day. This constantly expanding use is dealt with by large-scale data centers, which integrate many servers with other infrastructures, for example, networking, storage, and cooling systems. Many giant companies around the world, such as Yahoo ( Sunnyvale, CA, USA), eBay ( San Jose, CA, USA), Amazon ( Seattle, WA, USA), Microsoft (Albuquerque, NM, USA), and Google (Menlo Park, CA, USA) operate such data centers.
Artificial intelligence is a type of technology with the potential to improve the existing cloud platform. Over the last few years, there has been a tremendous amount of investment in the artificial intelligence capabilities of the cloud computing platform, with the aim of making it greener. The rise in cloud computing has quickly led to the adoption of a subscriber-based approach by giving access to on-demand and scalable infrastructure services. Clients can store, access, and share any measure of data in Cloud [1] . In other words, small and medium-sized enterprises and organizations do not need to worry about acquiring, designing, managing, and maintaining their own IT infrastructure. Instead, they can concentrate on honing their core skills by leveraging a number of cloud computing advantages, for example, speedier and less expensive software development capabilities at a lower cost, and on-demand computing resources. Additionally, cloud computing also delivers a tremendous Sustainability 2017, 9, 673 2 of 18 amount of computing power to organizations that need to process the huge volume of data generated almost every day.
Cloud computing provides efficient and convenient services to consumers, with flexibility and availability. However, there are too many challenges and issues related to the utilization and security aspects of cloud computing [1] . In addition, the expansion of cloud services has led to the creation of geographically distributed data centers with millions of servers. Major cloud service providers devour many megawatts of power to operate such data centers, with the related annual power bills amounting to millions of dollars. According to current trend estimates, the United States' data centers alone are expected to consume about 73 billion kWh per year by 2020 [2] . In fact, all the data centers around the world devour more power than most countries in the world, except for four countries [3] . However, this massive energy consumption results not only in high electricity costs, but also in high carbon emissions. In the United States, 1 kWh of power discharges around 500 g of CO 2 [4] .
The most common energy sources of carbon emission rates are shown in [3, 4] . Here, we note that renewable energy sources have a significantly lower carbon emission rate than fossil fuels such as oil, gas, and coal. Large IT companies began building data centers on renewable energy, such as Facebook's solar data center in Oregon and Green House Data's wind-powered data center in Wyoming. In April 2012, Greenpeace released a report which raised the question of how to clean the Cloud [5] . They examined data centers built by major Internet companies and classified them according to the efficiency of the cloud installations and their electricity sources. There have been many commercial enterprises and academic efforts to reduce the carbon footprint and energy costs by applying more energy-efficient computing techniques and more effective energy cooling and distribution systems. However, only energy efficiency will stem the progress of the IT carbon footprint. To maintain worldwide greenhouse gas emissions at a safe level, renewable energy sources are becoming a prioritized choice for IT organizations seeking to power their rapidly growing data center infrastructures.
Issues related to cloud security are relevant to the various stakeholders as follows; decision-making on cloud adoption [6] , resource management and service quality delivery [7, 8] , Distributed Denial of Service (DDoS) attacks [9] [10] [11] , fatal attacks [12] , machine learning-based cloud security [13] , Threat and Risk Management (TRM) schemes [14] , an integrated cloud incident handling and forensics model [15] , a cross tenant access control model [16] , and so on.
In this paper, we propose a novel EH-GC architecture based on the energy harvesting from renewable resources and the efficient allocation of Virtual Machines (VMs) in the data center to achieve green cloud computing. The architecture is capable of harvesting the waste energy generated within a data center. Moreover, to protect the datacenter against a DoS attack, the architecture uses MCA correlation analysis.
The rest of this paper is composed as follows; In Section 2, we discuss related works-requirements for green cloud computing, electric conversion, and the MCA technique. Section 3 presents our proposed EH-GC, including an EH-GC architecture overview, pyroelectric energy harvesting, a genetic algorithm for VM allocation, and DoS detection in the data center network. In Section 4, we discuss the performance evaluation and experimental results for our proposed EH-GC. Finally, we summarize and conclude our research in Section 5.
Related Works

Requirements for Green Cloud Computing
Cutting-edge data centers working within the Cloud computing model are facilitating diverse applications ranging from those that run for just a few moments, to those that continue running for much longer timeframes on shared hardware platforms. The need to deal with various applications in a data center creates the challenge of provisioning and allocating on-demand resources in response to varying workloads over time. Datacenter resources are statically allocated to applications, in light of their advanced features, to provide performance guarantees and to maintain isolation. Until recently, Sustainability 2017, 9, 673 3 of 18 high performance was the only concern regarding data center deployment, and this demand was met without paying much attention to energy consumption. However, data centers are costly to maintain, as well as being hostile to the environment. They generate enormous carbon footprints and high energy costs because of the enormous amount of electricity needed to cool and power the numerous servers facilitated by them. Due to these high energy costs, cloud service providers must take steps to guarantee that their overall revenue is not significantly diminished.
Reducing the energy consumption of data centers is a complex and challenging problem as data and computing applications are growing so fast that larger servers and disks are needed to process them quickly enough. Green computing is designed to ensure not only the use and efficient processing of the computing infrastructure, but also to reduce energy consumption. To ensure the sustainability of the future growth of cloud computing, green computing is very important. Otherwise, cloud computing with more invasive front-end client devices that interact with back-end data centers will cause a huge escalation in energy consumption. To deal with this issue, while driving green cloud computing, data center resources must be designated in an energy-efficient manner. Specifically, Cloud assets must not be exclusively designated to fulfill the QoS requirements determined by the clients using Service Level Agreements (SLAs), but also to diminish power consumption [17] [18] [19] [20] .
Pyroelectric Energy Conversion
Waste heat is an essential by-product of all the thermodynamic cycles used in a heat pump, refrigeration, and power systems. The need to develop more energy-efficient engineering models has led to particular attention on waste heat devices [21] . The small efficiencies of Carnot have hampered the development of such devices. Stirling engines and Organic Rankine cycles have been used to convert waste heat into mechanical work. Notably, Stirling engines have been used for applications such as air liquefaction, cryogenic refrigeration, and heat pumps. In addition, thermoelectric devices use the Seebeck effect to directly convert a stationary temperature difference at the junction of two dissimilar semiconductors or metals into electrical energy. On the other hand, pyroelectric energy converters directly convert heat energy into electricity using temperature versus time oscillations combined with a cycle, as shown in the electric field of motion diagram [22] .
The harvesting of pyroelectric energy is one possible way toward producing a voltage by cooling or heating pyroelectric materials. These materials do not require a temperature gradient similar to a thermocouple. Rather, they require temperature changes that vary over time. These changes in temperature alter the areas of the particles in the crystal structure of the pyroelectric material, which produces the voltage. To continue producing electricity, the entire crystal must be continuously subjected to temperature changes. Otherwise, due to the leakage current, the produced pyroelectric voltage gradually disappears [23] . Pyroelectric energy harvesting offers a greater effectiveness compared to thermoelectric harvesting. Furthermore, it is much simpler to achieve by utilizing a restricted surface heat exchange and by proposing harvesting with high-temperature sources [24, 25] .
Multi-Variate Corrélation Analysis Technique
MCA, which plays a major role in the field of data analysis, is an artificial intelligence-based feature extraction technique for original and legitimate data. MCA is used for the characterization of accurate network traffic by extracting the geometrical correlations between network traffic features. As shown in Figure 1 , the detection process consists of three major steps:
Step 1: Basic features are generated in a well-defined time interval.
Step 2: MCA incorporates a multivariate correlation investigation, in which triangle area map generation is connected to separate the relationships between two particular features inside every movement case originating from the initial step.
Step 3: MCA contains the decision-making based on the training and testing phase. The concept of the multivariate correlation analysis approach is incorporated into the co-relation investigation to characterize the network traffic instances and to convert them into the respective images [26] .
Existing Researches
Kartyik et al. addressed the problem of VM consolidations in the large data center of IaaS [27] . The authors tackled the problem of energy consumption in the data center. They used the Bin completion technique to handle the energy consumption problem. Bin completion is an artificial intelligence-based algorithm for the bin packing problem. In this paper, the authors utilized the machine learning algorithm for CPU utilization and for investigating its effect on energy consumption and SLA violations.
Si-Yuan Jing et al.'s research [28] discussed the challenges and issues related to security, QoS, and power consumption in cloud computing. The paper studied a state-of-the-art technique for power saving in IaaS, in order to achieve green cloud computing. The authors proposed a feasible solution for better energy management in IaaS infrastructure for building green cloud computing.
Anton Beloglazov et al. proposed an energy-aware resource algorithm to minimize the operational cost of resource allocation in the data center for cloud computing. The authors also surveyed research papers based on energy efficient computing and proposed a principle for energy efficient management, energy efficient resource allocation, and a scheduling algorithm considering QoS expectations [29] .
Yashi Goyal et al.'s research [30] concerned the high energy consumption and CO2 emissions in large data centers and surveyed various techniques to reduce the energy consumption. The authors proposed an energy efficient hybrid technique for selecting VMs with a low utilization host policy algorithm to meet the energy efficiency requirement. The authors also considered the SLA violations.
Jiachen Yang et al. established a simplified task algorithm for energy management in cloud computing. The simplified model was based on game theory as a mathematical tool. The paper focused on the following points; establishes a mathematical model to calculate the stability of computing nodes; establishes a cooperative game model for the task scheduling of cloud computing using game theory; and discusses the problem of task scheduling in cloud computing, which is modeled as a multi-stage sequential game model [31] .
Yee-Yang Teing et al.'s research [32] surveyed a cloud-enabled big data storage solution and introduced the collection, analysis, challenges in identification, and archiving of digital evidence. The authors focused on reducing the investigation time and resources involved in a real time investigation of the user's activities on a cloud-enabled big data platform. The authors tried to judge the data wreckage of forensic value from a Syncany private cloud storage service, which was a general record engine for a large data platform. The concept of the multivariate correlation analysis approach is incorporated into the co-relation investigation to characterize the network traffic instances and to convert them into the respective images [26] .
Yashi Goyal et al.'s research [30] concerned the high energy consumption and CO 2 emissions in large data centers and surveyed various techniques to reduce the energy consumption. The authors proposed an energy efficient hybrid technique for selecting VMs with a low utilization host policy algorithm to meet the energy efficiency requirement. The authors also considered the SLA violations.
Yee-Yang Teing et al.'s research [32] surveyed a cloud-enabled big data storage solution and introduced the collection, analysis, challenges in identification, and archiving of digital evidence. The authors focused on reducing the investigation time and resources involved in a real time investigation of the user's activities on a cloud-enabled big data platform. The authors tried to judge the data wreckage of forensic value from a Syncany private cloud storage service, which was a general record engine for a large data platform. Opeyemi Osanaiye et al. discussed the widespread adoption of cloud computing that has attracted cyber criminals. The authors focused on DDoS attacks targeting cloud resources, services, and bandwidths. The authors proposed an ensemble-based multi -filter feature selection method, which combined the outputs of the four filter methods to make an excellent selection. Next, an extensive experimental evaluation of this method was performed using the intrusion detection benchmark data set NSL-KDD and the decision tree classifier [33] .
Saru Kumari et al. presented a design of a provably secure biometrics-based multi-cloud server authentication scheme. The authors discussed inter-related research trends, research challenges, a user's privacy, and an efficient security solution of big data and Cloud of Things (CoT). The user authentication set-up for the multi-cloud-server was designed to function as an expert system, permitting its users to obtain the desired services and resources from cloud server registration authority. The authors devised a biometrics-based authentication method for building a multi-cloud server environment [34] .
EH-GC: Energy Harvesting Architecture in Green Cloud Infrastructure
EH-GC Architecture Overview
In this section, we propose the EH-GC architecture to make cloud computing greener. The proposed architecture is shown in Figure 2 . In the cloud environment, the emission of energy is very high, and our proposed architecture utilizes the wastage of emitted energy from a larger data center network. The model also focuses on providing proper VM allocation, while taking into consideration less SLA violations. Because of the vulnerability in the data center, it is possible to generate DoS/DDoS attacks, which cause more energy emission within the data center environment. To counter DoS/DDoS attacks, we use an MCA correlation analysis technique. The components of the EH-GC architecture are as follows. Opeyemi Osanaiye et al. discussed the widespread adoption of cloud computing that has attracted cyber criminals. The authors focused on DDoS attacks targeting cloud resources, services, and bandwidths. The authors proposed an ensemble-based multi -filter feature selection method, which combined the outputs of the four filter methods to make an excellent selection. Next, an extensive experimental evaluation of this method was performed using the intrusion detection benchmark data set NSL-KDD and the decision tree classifier [33] .
EH-GC: Energy Harvesting Architecture in Green Cloud Infrastructure
EH-GC Architecture Overview
In this section, we propose the EH-GC architecture to make cloud computing greener. The proposed architecture is shown in Figure 2 . In the cloud environment, the emission of energy is very high, and our proposed architecture utilizes the wastage of emitted energy from a larger data center network. The model also focuses on providing proper VM allocation, while taking into consideration less SLA violations. Because of the vulnerability in the data center, it is possible to generate DoS/DDoS attacks, which cause more energy emission within the data center environment. To counter DoS/DDoS attacks, we use an MCA correlation analysis technique. The components of the EH-GC architecture are as follows. In green cloud computing, the role of the green broker is to manage the selection of the greenest cloud service providers. When a client requests services (software, platform, or infrastructure), the green broker checks the public directory of service providers, which consist of the green service, cost value, and accessed time for the least carbon emissions. The carbon emission directory contains all of the related data on the energy parameters of service providers.
Green Service Layer
The proposed architecture is designed such that it keeps track of the overall energy management and provides energy efficient and secure services. This layer contains the following four major components:
VM Migration allocation: The allocation of VM is one of the major challenges for establishing green cloud computing. To maximize the utilization of minimum expense, resource management, and VM allocation, such as the minimization of migrations to the proper host for computations, the architecture applies an energy aware algorithm using a genetic algorithm. The EH-GC architecture proposes an energy aware genetic algorithm that considers SLA parameters such as the throughput and response time, and fewer SLA violations.
VM Manager: This provides a monitoring service that collects comprehensive factors such as the overall energy usage, application workload resource utilization, and much more. The VM manager serves as a data supplier and provides on-demand reports by playing out the total and pruning authenticated raw monitoring data.
Power management: The EH-GC aims to efficiently maintain the power management of the data center. It focuses on efficiently minimizing the servers' power consumption in order to reduce carbon emissions.
Security mechanism: The EH-GC concentrates on the data center network layer are used to detect DoS attacks in the real-time network traffic in a smart home. Compromised VMs can cause a DoS/DDoS attack. The architecture analyses the network flow packet in the data center network using Multivariate Correlation Analysis (MCA), which is applied to our system for traffic classification by extracting correlation features between network traffics.
Virtualization Layer
Multiple operating systems are run on the single server nodes of the data center. In order to be energy efficient, the VMs providing services are set to the online mode, but otherwise, they are left idle or offline to save energy.
Data Center Layer
This is the main component of our architecture. A large number of data centers are working together, and one data center consists of many servers, with many VMs running on each server's system. Because of the computation, a huge amount of energy is emitted by the data center, so the EH-GC architecture focuses on harvesting the emitted energy and storing the power, in order to reuse and re-supply it to the data center.
Energy Harvesting
In nature, there is a wide variety of renewable energy sources. To make the cloud greener, the proposed model applies an energy harvesting technique to the data center network. Certain resources, such as the wind, thermal energy, solar power, and radio frequency, can provide the required amount of power. Energy harvesting is an assuring solution to the energy efficiency problem. None of these solutions should result in the generation of CO 2 emissions. Figure 3 shows the system architecture of the energy harvesting procedure. The energy harvested from the external energy source 
Pyroelectric Energy Harvesting
The emitted waste heat energy can be directly converted to electrical energy. This process requires a special type of material, named pyroelectric, whose particularity is that it possesses a spontaneous polarization which generates an electric dipole moment per unit volume, without applying an electric field [35] . To harvest waste heat energy into electric energy, we apply the Olsen cycle to this material [36] .
Olsen Cycle and Leakage Current
The Olsen cycle, also called the Ericsson cycle, is applied to a film or a slab of pyroelectric material sandwiched between two electrodes. The electrodes have two surfaces, hot and cold, whose temperature is and , respectively. The Olsen cycle comprises two isothermal and two isoelectric field processes. Because of the properties of the pyroelectric material, it is dielectric and its resistance power should be ideally infinite. The leakage current is subjected or generated in the pyroelectric material upon applying the electric field or increasing the temperature. The electric resistance decreases when the temperature is increased, causing leaked current flows in the material.
To measure the performance of pyroelectric material for energy harvesting, we consider two parameters, namely and , where is the energy harvesting parameter in Jm K (Joules per cubic meter per square kelvin). Figure 4 shows the electric circuit diagram used to perform the Olsen cycle. The electric subsystem consists of the Sawyer-Tower Bridge [37] , to apply the electric field and measure the generated charge Q in the pyroelectric material. The resistive voltage divider is placed parallel to the Sawyer-Tower Bridge in order to measure the electric field. The electrometer measures the voltage V1 of the film capacitor C1. The electric displacement is defined as:
Electric Subsystem
where A is the film surface area per cm 2 . The magnitude of the electric field E across the PE material is calculated as: 
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Olsen Cycle and Leakage Current
The Olsen cycle, also called the Ericsson cycle, is applied to a film or a slab of pyroelectric material sandwiched between two electrodes. The electrodes have two surfaces, hot and cold, whose temperature is T H and T C , respectively. The Olsen cycle comprises two isothermal and two isoelectric field processes. Because of the properties of the pyroelectric material, it is dielectric and its resistance power should be ideally infinite. The leakage current is subjected or generated in the pyroelectric material upon applying the electric field or increasing the temperature. The electric resistance decreases when the temperature is increased, causing leaked current flows in the material.
To measure the performance of pyroelectric material for energy harvesting, we consider two parameters, namely F E and k 2 , where F E is the energy harvesting parameter in Jm −3 K −2 (Joules per cubic meter per square kelvin). Figure 4 shows the electric circuit diagram used to perform the Olsen cycle. The electric subsystem consists of the Sawyer-Tower Bridge [37] , to apply the electric field and measure the generated charge Q in the pyroelectric material. The resistive voltage divider is placed parallel to the Sawyer-Tower Bridge in order to measure the electric field. The electrometer measures the voltage V 1 of the film capacitor C 1 . The electric displacement is defined as:
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where A is the film surface area per cm 2 . The magnitude of the electric field E across the PE material is calculated as:
and the leakage current i PE is defined as:
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Genetic Algorithm for VM Allocation
In this section, we use the fitness function of the genetic algorithm for VM allocation. The EH-GC proposes an energy aware algorithm model with the focus on providing efficient VM allocation in order to achieve green computation for data centers. The algorithm also considers SLA violations while migrating VMs.
System Mode
The system is fully concentrated on the IaaS infrastructure of cloud computing. In the data center of the IaaS, there are N data centers, and each data center contains n physical machines. Each physical machine contains s number of VMs. The performance of the system can be evaluated in terms of MIPS (Million instructions per second), and its performance will be degraded when there is a violation of the SLA agreement. The system works as follows: where is the current VMs, is the total population, is the resource time required by users, and is the provider's response time.
is the execution time of each request and is the durability provided by the vendor. 
Genetic Algorithm for VM Allocation
System Mode
The system is fully concentrated on the IaaS infrastructure of cloud computing. In the data center of the IaaS, there are N data centers, and each data center contains n physical machines. Each physical machine contains s number of VMs. The performance of the system can be evaluated in terms of MIPS (Million instructions per second), and its performance will be degraded when there is a violation of the SLA agreement. The system works as follows:
Steps 1: Initialize VMs and Hosts with CPU utilization and define SLA for VMs and Host features; Steps 2: Initialize genetic algorithm GA with SLA parameters = {Energy, Response time, Throughput};
Steps 3: Use fitness function fn of GA and if f n = 1; P S > P T and S R > S P C s > C p 0; otherwise. ;
Steps 4: If f n == 1, the fitness function is valid and feasible, and the return VM allocation is true; Steps 5: Otherwise, drop the VMs and check the performance metrics, and then increment the SLA violation;
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Steps 6: Return migration list and SLA violation;
where P S is the current VMs, P T is the total population, S R is the resource time required by users, and S P is the provider's response time. C s is the execution time of each request and C p is the durability provided by the vendor.
SLA Violation Metrics
To achieve green cloud computing, it is necessary to meet the QoS requirement. There are many parameters for categorizing the QoS requirement differently, based on performance, such as the throughput, response time, and CPU utilization. As these parameter values vary from application to application, it is important to define a random workload for each VM with CPU utilization to deploy the IaaS. It is also very important to minimize the number of SLA violations and maintain the performance level of the system. Fewer SLA violations cause less energy consumption, which in turn causes lower carbon emissions, resulting in a green cloud computing environment.
DoS Detection in Data Center Network Using MCA Analysis
MCA Detection Analysis
To ensure the availability of our proposed framework against DoS attacks, multivariate correlation analysis (MCA) is applied to our system for traffic classification by extracting the correlation between the network traffic features, as shown in Figure 5 the correlation between the xth and yth features in the vector r z , the vector r z is first projected on the (x, y) two-dimensional Euclidean space, as follows:
, where
The two vectors ε x = [e x,1 e x,2 . . . e x,n ] T and ε y = e y,1 e y,2 . . . e y,n T have m number of elements having zero value, except (x, x) and (y, y), which have a value of 1 in ε x and ε y , respectively. S z,x,y can be defined as the Cartesian coordinate system and is depicted as a two-dimensional Euclidean subspace having the Cartesian coordinate points ( f z x , f z y ). The triangle formed with the origin is ∆ f z x O f z y and its area is defined as follows:
For a correct and accurate analysis, we need to calculate all the triangle areas in vector r z . A triangle map area is constructed when all the triangle areas are arranged based on their indexes. For instance, the map TAM z has a size of n × n, and the Tr z x,y is coordinated on the xth row and yth column. Additionally, the diagonal value is Tr z x,y = 0, if x = y. TAM z is a symmetric matrix with a zero value of elements which are present on the diagonal places. When the two TAMs are compared, the differences can easily be identified on the upper or lower triangles, due to the symmetry in nature. Thus, to investigate the TAMs, we chose either the upper triangle or the lower triangle. So, the correlation in the traffic record can be represented by the upper or lower triangles of their . For consistency, we use the lower triangle for both TAMs, so the new correlation vector is: Tr , is applied in practice, but it can be simplified as:
The MCA approach explained above brings the following benefits for data analysis. First, it does not require a historical knowledge of the data. Second, it results in a lower latency in decision-making. Third, it provides geometrical analysis.
Detection Mechanism
As mentioned earlier, the MCA approach using TAM is very fruitful for data analysis. In this subsection, we present a threshold-based anomaly detector to analyze the legitimate traffic. To detect anomaly packets, first we generate the normal profile by using legitimate traffic, and then we compare and investigate it with the original incoming traffic. When the dissimilarity is greater than the threshold value, it is announced as an attack; otherwise, it is tagged as legitimate traffic. It is a When the two TAMs are compared, the differences can easily be identified on the upper or lower triangles, due to the symmetry in nature. Thus, to investigate the TAMs, we chose either the upper triangle or the lower triangle. So, the correlation in the traffic record can be represented by the upper or lower triangles of their TAM z . For consistency, we use the lower triangle for both TAMs, so the new correlation vector is: Thus, as previously mentioned, for the data set R, its geometrical multi-correlation expression can be represented by:
In Equation (1), Tr z x,y is applied in practice, but it can be simplified as:
As mentioned earlier, the MCA approach using TAM is very fruitful for data analysis. In this subsection, we present a threshold-based anomaly detector to analyze the legitimate traffic. To detect anomaly packets, first we generate the normal profile by using legitimate traffic, and then we compare and investigate it with the original incoming traffic. When the dissimilarity is greater than the threshold value, it is announced as an attack; otherwise, it is tagged as legitimate traffic. It is a matter of concern that the normal profiles and threshold value may influence the performance of the anomaly detector, because an influenced normal profile can cause an accurate decision about legitimate traffic; thus, we used the MCA approach and generated the TAM to detect network traffic in the data center and to make it greener.
Normal Profile Generation
Assume l number of legitimate traffic records R normal = r normal 1 , r normal 2 , . . . , r normal l is analyzed by the MCA approach using triangle area map generation. In TAM, the lower part of the triangle of l number of legitimate traffic records is denoted as:
Algorithm 1 shows the normal profile generation algorithm, in which the Mahalanobis Distance (MD) [38] estimates and builds the normal profile Pr between the individual legitimate training traffic records (TAM
normal, z lower
). Moreover, the expectation (TAM normal lower ) of the l legitimate training traffic records is presented. and TAM normal lower computed using (14) */ end for
Threshold Selection
To differentiate an attack from legitimate traffic, the threshold selection is defined as:
where α ranged from one to three in a normal distribution. This means that the detection decision varies from 67% to 99%, with a certain level of confidence in association with the different value of selecting λ. Therefore, if the MD is between observed traffic records r observed and their normal profile is greater than the threshold, then it is considered as an attack.
Attack Detection
For DoS attack detection, the lower triangle (TAM observed lower ) of the TAM of a perceived record is produced by using the proposed TAM-based MCA approach. Then, the md between TAM observed lower and TAM normal lower stored in the respective pre-generated normal profile Pr is computed using Equation (4). The detailed detection algorithm is shown in Algorithm 2. 
Experimental Evaluation
In this Chapter, we present the experimental evaluation of the proposed EH-GC architecture. We evaluate the performance of the EH-GC architecture by considering three components: (a) a genetic algorithm for VM allocation; (b) DoS detection using MCA analysis; and (c) pyroelectric energy harvesting.
Genetic Algorithm for VM Allocation
To evaluate the effectiveness of the applied genetic algorithm in the EH-GC architecture, we implemented the genetic algorithm as a new VM allocation optimization heuristic in the CloudSim toolkit [39] . The CloudSim is a scalable simulation framework that provides support for the simulation, modeling, and experimentation of virtualized Cloud-based data center environments and Cloud management services for VMs, storage, memory, and bandwidths with different capabilities, domains, and configurations. We evaluated the performance of the applied genetic algorithm based on three parameters: energy consumption, throughput, and SLA violation. The performance of the genetic algorithm (with EH-GC) is compared with the Minimization of Migration (MM) algorithm (without EH-GC) proposed by Anton Beloglazov et al. [29] . In the data center layer of the EH-GC architecture, a large number of data centers comprise many physical machines running together. One physical machine is demonstrated as 1000 MIPS. Energy consumption is evaluated according to the standard power model of all VMs and hosts. When the simulation process is started, a random list of VMs is created. To access the VMs' movement, the upper threshold value of the MM algorithm is utilized. In our simulation, we considered a range of 50-300 VMs to measure the power consumption.
Energy consumption: Figure 6 shows the energy consumption for both the proposed genetic algorithm and MM algorithm. The x-axis depicts the time of the experiment and the y-axis denotes the total energy consumption of the server in kilowatt-hours (Kwh). For each point T (hour) on the x-axis, its corresponding point on the y-axis represents the total energy consumed between point T (hour) and previous point T-1(hour). It can be easily seen in Figure 6 that at every time of the experiment, the energy consumption by the same number of migrated VMs in the case of the genetic algorithm is lower than that of the MM algorithm.
Throughput: It describes the MIPS execution time that is required by VMs. Figure 7 shows a comparison of the MM algorithm with our proposed genetic algorithm, in which the proposed algorithm has a better throughput than the MM algorithm.
SLA violation: It is known that less SLA violations lead to a more efficient algorithm and better energy conservation. The performance of our system can also be considered by the SLA parameter. Figure 8 shows that the proposed algorithm has a very low number of violations compared to the existing MM algorithm. Table 1 presents the quantitative analysis between the proposed model and existing algorithms. Specifically, Table 1 summarizes the percentage improvement obtained with our proposed EH-GC scheme over the existing MM algorithm. The performance of the system can be measured by the consumption of energy, throughput of the system, and minimum violation of SLA.
threshold value of the MM algorithm is utilized. In our simulation, we considered a range of 50-300 VMs to measure the power consumption.
SLA violation: It is known that less SLA violations lead to a more efficient algorithm and better energy conservation. The performance of our system can also be considered by the SLA parameter. Figure 8 shows that the proposed algorithm has a very low number of violations compared to the existing MM algorithm. Table 1 presents the quantitative analysis between the proposed model and existing algorithms. Specifically, Table 1 summarizes the percentage improvement obtained with our proposed EH-GC scheme over the existing MM algorithm. The performance of the system can be measured by the consumption of energy, throughput of the system, and minimum violation of SLA. 
DoS Detection Using MCA Analysis
This section presents the evaluation of the security mechanism applied in EH-GC. The MCA analysis is used as a security mechanism that detects DoS attacks in the data center network. We evaluated the performance of MCA analysis by using the KDD Cup 99 dataset [40] . In the evaluation, we used 10% of the KDD Cup 99 dataset as a labeled dataset that consisted of six different types of DOS attack (Neptune, Pod, Smurf, Back, Teardrop, and Land attacks) and three kinds of normal traffic (ICMP, UDP, and TCP). Table 2 summarizes the evaluation results of MCA analysis regarding standard evaluation metrics. From the evaluation results, it can be observed that the MCA analysis applied in EH-GC attains an excellent accuracy, high detection rate, and lower false positive rate. 
Pyroelectric Energy Harvesting
This section presents an evaluation of pyroelectric energy harvesting in EH-GC. For evaluation purposes, we used three different films, namely (a) porous film, (b) purified film, and (c) dense film, from commercial P (VDF-TrFE) pellets. All films were prepared by using the procedure as described in [41] and initialized with the commercial Copolymer of 60/40 P (VDF-TrFE). The Copolymer P (VDF-TrFE) is a ferroelectric material that is subjected to a leakage current for a high temperature or high electric field [42, 43] . The thickness of the porous, purified, commercial thin films were about 11 µm, 50 µm, and 50 µm, respectively. The surface area of all films was 1 cm 2 . The porosity ϕ of the porous and purified films was estimated to be about 33% and 16%, respectively.
We carried out experiments by applying the multiple Olsen cycles to five different samples of each type of film. The total power and energy densities of each type of film were calculated by averaging the result obtained over multiple Olsen cycles of five different samples. Figure 9 represents the energy conversion cycle for each type of film on displacement versus the electric field (D-E) diagram. The hot and cold temperatures, T H and T C , are 250 • C and 1000 • C, respectively. The electric field of the cold and hot surfaces, E L and E H , is 200 and 400 kVcm −1 , respectively. In Figure 9 , the cycle does not start and end with the same point, which means that point 1 and point 5 are different points. However, we conjectured that, during the entire cycle, the offset between 1 and 5 is related to the charge conducted to the pyroelectric films, and this conducted charge may round the shape of processes 2-3 and 4-5.
µm, 50 µm, and 50 µm, respectively. The surface area of all films was 1 cm 2 . The porosity φ of the porous and purified films was estimated to be about 33% and 16%, respectively.
We carried out experiments by applying the multiple Olsen cycles to five different samples of each type of film. The total power and energy densities of each type of film were calculated by averaging the result obtained over multiple Olsen cycles of five different samples. Figure 9 represents the energy conversion cycle for each type of film on displacement versus the electric field (D-E) diagram. The hot and cold temperatures, and , are 250 °C and 1000 °C, respectively. The electric field of the cold and hot surfaces, and , is 200 and 400 kVcm −1 , respectively. In Figure 9 , the cycle does not start and end with the same point, which means that point 1 and point 5 are different points. However, we conjectured that, during the entire cycle, the offset between 1 and 5 is related to the charge conducted to the pyroelectric films, and this conducted charge may round the shape of processes 2-3 and 4-5. We identified a considerable leakage current during the experiment. The electric resistivity of the commercial film is 5.42 × 10 Ω m. Under these conditions, the commercial film generates the highest energy density per cycle at = 420 JI , followed by purified film at = 340 JI .
Therefore, we can say that if the electric resistivity is increasing, the leakage current is decreasing, thereby maximizing the energy density generated per cycle.
Conclusions
We studied various issues and challenges related to the power consumption, waste heat, and carbon emissions in data centers in the IaaS for green cloud computing. The carbon emission rate is increasing day by day. We also studied many currently available renewable energy resources which can significantly lower the carbon emission rate.
In this paper, we proposed a novel EH-GC architecture that is focused on harvesting the heat energy produced in large data centers. The architecture is based on harvesting energy from We identified a considerable leakage current during the experiment. The electric resistivity of the commercial film is 5.42 × 10 10 Ωm. Under these conditions, the commercial film generates the highest energy density per cycle at N D = 420 JI −1 , followed by purified film at N D = 340 JI −1 . Therefore, we can say that if the electric resistivity is increasing, the leakage current is decreasing, thereby maximizing the energy density generated per cycle.
In this paper, we proposed a novel EH-GC architecture that is focused on harvesting the heat energy produced in large data centers. The architecture is based on harvesting energy from renewable resources and efficient VMs allocation in data centers, in order to achieve green cloud computing. Two kinds of artificial intelligence-based techniques, genetic and multivariate correlation analysis, are used in our proposed architecture to achieve efficient power consumption and utilization. The architecture is capable of harvesting the waste energy generated within a data center. To protect a data center against a DoS attack, the architecture uses MCA correlation analysis. Finally, the experimental analysis was explained based on the energy parameter, which proved that our architecture is efficient and secure, and reuses waste energy to make cloud computing greener.
